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Symbols used 

Symbol Description 

 Warning to proceed strictly in accordance with the information contained in 
the documentation in order to ensure the safety and full functionality of the 
device. 

 
Information particularly useful during installation and operation of the device 

 
Information particularly useful during installation and operation of Ex versions. 

 
Information on disposal of used equipment. 

BASIC REQUIREMENTS AND SAFE USE 

 
- The manufacturer will not be liable for damage resulting from incorrect 

installation, failure to maintain the device in a suitably functional condition, or 

use of the device other than for its intended purpose. 

- Installation should be carried out by qualified personnel having the necessary 

authorisation to install electrical and pressure measuring devices. The installer 

is responsible for performing the installation in accordance with these 

instructions and with the electromagnetic compatibility and safety regulations 

and standards applicable to the type of installation. 

- In the installation with control and measurement instruments exists, in case of 

leakage, a risk to personnel on the side where the medium is under pressure. 

All safety and protection requirements must be observed during installation, 

operation and inspections. 

- If a device is not functioning correctly, disconnect it and send it for repair to the 
manufacturer or to a firm authorised by the manufacturer 

  

 In order to minimise the risk of malfunction and associated risks to personnel, the 

device is not to be installed or used in particularly hostile conditions, where the 

following risks occur: 

- Possibility of mechanical impacts, excessive shocks and vibration; 

- Excessive temperature fluctuation; 

- Condensation of water vapour, dust, icing 

  

 
When using the device in potentially explosive areas, observe technical 

requirements specified in this manual and applicable local (national) regulations. 

 

 

Changes in the manufacture of devices can overtake the update's paper documentation. 

Current manuals can be found on the manufacturer's website at www.aplisens.pl. 

 

http://www.aplisens.pl/


 IO.WW-11ALW(ENG) 

 

1 
Edition 01.A.002/02.16 

 

CONTENTS 

1. INTRODUCTION .......................................................................................... 3 

2. SAFETY PROCEDURES ............................................................................. 3 

3. USER INFORMATION ................................................................................. 3 

4. TRANSPORT AND STORAGE .................................................................... 4 

4.1. Transport ..................................................................................................................... 4 

4.2. Storage ....................................................................................................................... 4 

5. WARRANTY ................................................................................................ 4 

6. CONSTRUCTION ........................................................................................ 5 

6.1. Intended use and functions ......................................................................................... 5 

6.2. Construction and dimensions ...................................................................................... 5 
6.3. Identification ................................................................................................................ 6 

7. CERTIFICATES FOR USE IN HAZARDOUS AREAS ................................. 7 

7.1. Directive ATEX �± intrinsic safety versions ................................................................... 7 

7.2. Allowable parameters for supplying of the displays (based on the certificate KDB 16 

ATEX 0006)................................................................................................................. 8 

8. INSTALLATION ........................................................................................... 9 

8.1. General recommendation ......................................................................................... 9 

9. ELECTRICAL CONNECTIONS ................................................................. 10 

9.1. General recommendation ....................................................................................... 10 
9.2. Electrical connection in safe areas ....................................................................... 11 
9.3. Electrical connection in hazardous areas ............................................................. 12 

10. CONFIGURATION ..................................................................................... 14 

10.1. Display configuration ................................................................................................. 14 
10.2. Local Menu, error reports ....................................................................................... 16 
10.3. View local LCD display ........................................................................................... 17 

11. TECHNICAL DATA .................................................................................... 19 

11.1. Electrical parameters ................................................................................................ 19 
11.2. Metrological parameters ............................................................................................ 19 
11.3. Permitted environmental conditions .......................................................................... 19 

11.3.1. Electromagnetic compatibility (EMC), immunity ................................................. 19 
11.3.2. Electromagnetic Compatibility, emission ............................................................ 20 
11.3.3. Mechanical resistance ........................................................................................ 20 
11.3.4. Insulation resistance .......................................................................................... 20 
11.3.5. High Voltage Test ............................................................................................... 20 
11.3.6. Housing ingress protection ................................................................................. 20 

11.4. Construction .............................................................................................................. 20 
11.4.1. Housing material ................................................................................................ 20 
11.4.2. Terminal block material ...................................................................................... 20 
10.4.3. Cross-section of wire of connecting conductor ................................................... 20 

  


